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CHOLLA POWER PLANT
SEDIMENTATION BASIN

INFLOW DESIGN FLOOD CONTROL SYSTEM PLAN
CH_Inflowflood_004_20161017

This Inflow Design Flood Control System Plan (Plan) document has been prepared specifically for the
Sedimentation Basin at the Cholla Power Plant. This Plan has been prepared in accordance with our
understanding of the requirements prescribed in §257.82 of the Federal Register, Volume 80, Number
74, dated April 17, 2015 (U. S. Government, 2015) for hydrologic and hydraulic capacity requirements
for CCR surface impoundments associated with existing Coal Combustion Residual (CCR) surface
impoundments. Section §257.82 is reproduced below for reference purposes. This document serves as
the initial plan described in §257.82.

The Sedimentation Basin is an existing CCR surface impoundment facility. Calculations have been
prepared in support of the facility operation and have been included herein to address the requirements
listed.

§257.82 Hydrologic and Hydraulic capacity requirements for CCR surface impoundments

(a) The owner or operator of an existing or new CCR surface impoundment or any lateral expansion of a
CCR surface impoundment must design, construct, operate, and maintain an inflow design flood control
system as specified in paragraphs (a)(1) and (2) of this section.

(1) The inflow design flood control system must adequately manage flow into the CCR unit during and
following the peak discharge of the inflow design flood specified in paragraph (a)(3) of this section.

(2)  The inflow design flood control  system must  adequately  manage flow from the CCR unit  to  collect
and control the peak discharge resulting from the inflow design flood specified in paragraph (a)(3) of this
section.

(3) The inflow design flood is:

(i) For a high hazard potential CCR surface impoundment, as determined under §257.73(a)(2) or
§257.74(a)(2), the probable maximum flood;

(ii) For a significant hazard potential CCR surface impoundment, as determined under §257.73(a)(2) or
§257.74(a)(2), the 1,000-year flood;

(iii) For a low hazard potential CCR surface impoundment, as determined under §257.73(a)(2) or
§257.74(a)(2), the 100-year flood; or

(iv) For an incised CCR surface impoundment, the 25-year flood.

(b) Discharge from the CCR unit must be handled in accordance with the surface water requirements
under §257.3-3.

(c) Inflow design flood control system plan –

(1) Content  of  the  Plan. The owner or operator must prepare initial and periodic inflow design flood
control system plans for the CCR unit according to the timeframes specified in paragraphs (c)(3) and (4)
of this section. These plans must document how the inflow design flood control system has been
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designed and constructed to meet the requirements of this section. Each plan must be supported by
appropriate engineering calculations. The owner or operator of the CCR unit has completed the inflow
design flood control system plan when the plan has been placed in the facility’s operating record as
required by §257.105(g)(4).

(2) Amendment of the Plan. The owner or operator of the CCR unit may amend the written inflow design
flood control system plan at any time provided the revised plan is placed in the facility’s operating
record as required by §257.105(g)(4). The owner or operator must amend the written inflow design
flood control system plan whenever there is a change in conditions that would substantially affect the
written plan in effect.

(3) Timeframes for preparing the initial plan -

(i) Existing CCR surface impoundments. The owner or operator must prepare the initial inflow design
flood control system plan no later than October 17, 2016.

(ii) New CCR surface impoundments and any lateral expansion of a CCR surface impoundment. The
owner of operator must prepare the initial inflow design flood control system plan no later than the
date of initial receipt of CCR in the CCR unit.

(4) Frequency for revising the plan.  The  owner  or  operator  must  prepare  periodic  inflow  design  flood
control system plans required by paragraph (c)(1) of this section every five years. The date of completing
the initial plan is the basis for establishing the deadline to complete the first periodic plan. The owner or
operator may complete any required plan prior to the required deadline provided the owner or operator
places the completed plan into the facility’s operating record within a reasonable amount of time. In all
cases, the deadline for completing a subsequent plan is based on the date of completing the previous
plan. For purposes of this paragraph (c)(4), the owner or operator has completed an inflow design flood
control system plan when the plan has been placed in the facility’s operating record as required by
§257.105(g)(4).

(5) The owner or operator must obtain a certification from a qualified engineer stating that the initial
and periodic inflow design flood control system plans meet the requirements of this section.

(d) The owner or operator of the CCR unit must comply with the record keeping requirements specified
in §257.105(g), the notification requirements specified in §257.106(g), and the internet requirements
specified in §257.107(g).
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SITE INFORMATION
Site Name / Address Cholla Power Plant / 4801 Frontage Road, Joseph

City, AZ 86032
Owner Name / Address Arizona Public Service / 400 North 5th Street,

Phoenix, AZ  85004
CCR Unit Sedimentation Basin
OVERVIEW
The Sedimentation Basin is an existing impoundment that encompasses approximately 1.69 acres and is
located adjacent to the Unit 4 Cooling Towers at the Cholla Power Plant Facility. The area surrounding
the Sedimentation Basin is graded to drain away from the impoundment. The Sedimentation Basin does
not receive runoff from upstream tributary basins. This inflow / flood control plan describes the
contributing runoff volumes and storage capacities estimated based on the design of the impoundment.

HAZARD CLASSIFICATION
Methodology

Per 40 CFR § 257.73, the hazard potential classification provides an indication of the possible adverse
incremental consequences that result from the release of water or stored contents due to failure or mis-
operation of the CCR surface impoundment. The classification is based solely on the consequences of
failure. As such, it is not dependent of the condition of the embankment or the likelihood of failure.
Classifications per the Rule are separate from relevant and/or applicable federal, state or local dam
safety regulatory standards, which may also include hazard classification definitions, and are not
intended to substitute for other regulatory hazard potential classifications.

Rule 40 CFR § 257.53 defines three hazard potential classifications as follows:

1. High hazard potential CCR surface impoundment – A diked surface impoundment where failure or
mis-operation will probably cause loss of human life.

2. Significant hazard potential CCR surface impoundment – A diked surface impoundment where
failure or mis-operation results in no probable loss of human life, but can cause economic loss,
environmental damage, disruption of lifeline facilities, or impact other concerns.

3. Low hazard potential CCR surface impoundment – A diked surface impoundment where failure or
mis-operation results in no probable loss of life and low economic and/or environmental losses.
Losses are principally limited to the surface impoundment owner’s property.

The hazard potential of the Sedimentation Basin was assessed qualitatively, per the above definitions.
The qualitative assessment process is generally performed in a step-wise manner by first determining
whether the pond could be classified as low hazard potential, based on immediately obvious factors
such as proximity to property lines and/or surface water bodies. After determining that a structure does
not  meet  the  criteria  for  a  Low  Hazard  Potential  classification,  the  structure  is  assessed  to  determine
whether it meets the criteria for High Hazard Potential.  The potential for loss of life differentiates
between high and significant hazard potential in the Final CCR Rule; therefore, if the Dam does not meet
the criteria for high hazard potential, it would be classified as a Significant Hazard Potential structure.

The potential for downstream loss of life was assessed by reviewing land use in areas downstream (to
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the south and west) of the Sedimentation Basin, where inundation is likely in the event of a release. No
quantitative dam break or inundation studies were performed. The United States Geological Survey
(USGS) 7.5-Minute Quadrangle topographic map of Joseph City, Arizona and associated digital
orthoimage data (USGS, 2013) were used in conjunction with site topographic mapping (2-ft contour) to
review downstream areas for existing permanent and temporary land use. Permanent land uses include
permanently inhabited dwellings and worksite areas that would likely contain workers on a daily basis
(public utilities, power plants, water and sewage treatment plants, private industrial plants, sand and
gravel plants, farm operations, fish hatcheries).  Temporary land uses include primary roads, established
campgrounds, or other recreational areas.

Hazard Potential Classification Results

Inspection of site topographic mapping of the Sedimentation Basin and its immediate surrounding
indicates that a catastrophic failure would result in discharge of water from the Sedimentation Basin to
an adjacent drainage ditch to the south. The Sedimentation Basin is divided by a concrete wall that
would limit the discharge from a failure to one half of the total volume of the basin. Discharged water
would flow in the ditch from the Sedimentation Basin to the West Area Retention Pond (WARP). By
inspection, the drainage ditch and the WARP will have capacity to route and store discharge from a
failure of one half of the Sedimentation Basin. Any discharge from the WARP would flow south toward
an onsite equipment storage area, switchyard, and parallel rail road spurs.

Any physical losses associated with failure of the Sedimentation Basin embankment would be to the
embankment itself and, at worst case, in some manner, to the drainage ditch and/or the WARP, both of
which are on APS property. The impact to the equipment storage area south of the WARP would be
limited by the small amount of any discharge. Based on review of the USGS 7.5-Minute Quadrangle
topographic map and aerial imagery of Joseph City, Arizona (USGS, 2013), the possible area of impact
from a release does not contain any areas of permanent or temporary land use as defined by the Rule.
Therefore, since failure or mis-operation of the Sedimentation Basin results in no probable loss of life
and low economic and/or environmental losses, and the losses are principally limited to the APS
property, the Sedimentation Basin satisfies the criteria for Low Hazard Potential classification.
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Exhibit 1 – Sedimentation Basin at Cholla Power Plant Facility
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§257.82 (a)(1)(2)(3) Hydrologic and Hydraulic capacity requirements for CCR surface impoundments
(a) The owner or operator of an existing or new
CCR surface impoundment or any lateral
expansion of a CCR surface impoundment must
design, construct, operate, and maintain an inflow
design flood control system as specified in
paragraphs (a)(1) and (2) of this section.

(1) The inflow design flood control system must
adequately manage flow into the CCR unit during
and following the peak discharge of the inflow
design flood specified in paragraph (a)(3) of this
section.

Sedimentation Pond Plan & Details (APS 1975)
indicate that the Sedimentation Basin is designed
and operated with an approximate bottom
elevation of 5007 feet, top elevation of 5019 feet,
and operating water surface elevation of 5017
feet. The storage volume above the operating
water surface elevation and below the existing
spillway crest elevation of 5018.21 feet is
estimated to be 1.74 acre-feet based on stage
storage calculations included in Appendix 1.

A 100-year inflow design flood volume, based on a
low hazard potential classification, is estimated to
yield a volume of 0.38 acre-feet. The
Sedimentation Basin accommodates this 0.38 acre-
feet runoff volume in the impoundment above the
operating water surface elevation of 5017 feet and
below the spillway crest elevation of 5218.21 feet.
The 100-year runoff volume calculations are also
included in Appendix 1.

(a) The owner or operator of an existing or new
CCR surface impoundment or any lateral
expansion of a CCR surface impoundment must
design, construct, operate, and maintain an inflow
design flood control system as specified in
paragraphs (a)(1) and (2) of this section.

(2) The inflow design flood control system must
adequately manage flow from the CCR unit to
collect and control the peak discharge resulting
from the inflow design flood specified in paragraph
(a)(3) of this section.

The Sedimentation Basin is designed and operated
with an approximate bottom elevation of 5007
feet, top elevation of 5019 feet, and operating
water surface elevation of 5017 feet. The 100-year
runoff volume of 0.38 acre-feet is accommodated
above the operating water surface elevation of
5017 and below the existing spillway flow line
elevation of 5018.21 feet. No portion of a 100-year
flow is expected to leave the Sedimentation Basin.
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(a)(3) The inflow design flood is:

(i) For a high hazard potential CCR surface
impoundment, as determined under §257.73(a)(2)
or §257.74(a)(2), the probable maximum flood;

(ii) For a significant hazard potential CCR surface
impoundment, as determined under §257.73(a)(2)
or §257.74(a)(2) , the 1,000-year flood;

(iii) For a low hazard potential CCR surface
impoundment, as determined under §257.73(a)(2)
or §257.74(a)(2), the 100-year flood; or

(iv) For an incised CCR surface impoundment, the
25-year flood.

The hazard classification for the Sedimentation
Basin is low hazard potential based on the
assessment presented in the Hazard Classification
section within this document.

§257.82 (b) Hydrologic and Hydraulic capacity requirements for CCR surface impoundments
(b) Discharge from the CCR unit must be handled
in accordance with the surface water
requirements under §257.3-3.

The Sedimentation Basin is designed and operated
with a bottom elevation of 5007 feet, top
elevation of 5019 feet, and operating water
surface elevation of 5017 feet. The 100-year runoff
volume of 0.38 acre-feet is accommodated above
the operating water surface elevation of 5017 feet
and below the existing spillway flow line elevation
of 5018.21 feet. No portion of a 100-year flow is
expected to leave the Sedimentation Basin.



8

§257.82 (c)(1)(2)(3)(4)(5) Hydrologic and Hydraulic capacity requirements for CCR surface
impoundments
(c)(1) Content of the plan. The owner or operator
must prepare initial and periodic inflow design
flood control system plans for the CCR unit
according to the timeframes specified in
paragraphs (c)(3) and (4) of this section.  These
plans must document how the inflow design flood
control system has been designed and constructed
to meet the requirements of this section. Each
plan must be supported by appropriate
engineering calculations. The owner or operator of
the CCR unit has completed the inflow design
flood control system plan when the plan has been
placed in the facility’s operating record as required
by §257.105(g)(4).

This Inflow Design Flood Control Plan serves as the
initial plan prescribed herein.

(c)(2) Amendment of the Plan. The owner or
operator of the CCR unit may amend the written
inflow design flood control system plan at any time
provided the revised plan is placed in the facility’s
operating record as required by §257.105(g)(4).
The owner or operator must amend the written
inflow design flood control system plan whenever
there is a change in conditions that would
substantially affect the written plan in effect.

The owner or operator acknowledges and will
comply with this requirement.

(c)(3) Timeframes for preparing the initial plan –

(i) Existing CCR impoundments. The owner or
operator must prepare the initial inflow design
flood control system plan no later than October
17, 2016.

(ii) New CCR surface impoundments and any
lateral expansion of a CCR surface impoundment.
The owner or operator must prepare the initial
inflow design flood control system plan no later
than the date of initial receipt of CCR in the CCR
Unit

The Sedimentation Basin is an existing CCR
impoundment at Cholla Power Plant. The inflow
design flood control system plan is included
herein.

The owner or operator acknowledges and will
comply with this requirement.
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(c)(4) Frequency for revising the plan. The owner or
operator must prepare periodic inflow design
flood control system plans required by paragraph
(c)(1) of this section every five years. The date of
completing the initial plan is the basis for
establishing the deadline to complete the first
periodic plan. The owner or operator may
complete any required plan prior to the required
deadline provided the owner or operator places
the completed plan into the facility’s operating
record within a reasonable amount of time. In all
cases, the deadline for completing a subsequent
plan is based on the date of completing the
previous plan. For purposes of this paragraph
(c)(4), the owner or operator has completed an
inflow design flood control system plan when the
plan has been placed in the facility’s operating
record as required by §257.105(g)(4).

The owner or operator acknowledges and will
comply with this requirement.

(c)(5) The owner or operator must obtain a
certification from a qualified professional engineer
stating that the initial and periodic inflow design
flood control system plans meet the requirements
of this section.

Certification by a professional engineer is included
as an attachment to this document.

§257.82 (d) Hydrologic and Hydraulic capacity requirements for CCR surface impoundments
(d) The owner or operator of the CCR unit must
comply with the recordkeeping requirements
specified in §257.105(g), the notification
requirements specified in §257.106(g), and the
internet requirements specified in §257.107(g).

The owner or operator acknowledges and will
comply with this requirement.
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Certification Statement for:

· 40 CFR § 257.73(a)(2)(ii) – Initial Hazard Potential Classification for an Existing CCR Surface
Impoundment

· 40 CFR § 257.82(c)(5) – Initial Inflow Design Flood Control System Plan  for an Existing CCR Surface
Impoundment

CCR Unit: Arizona Public Service; Cholla Power Plant; Sedimentation Basin

I, Alexander W. Gourlay, being a Registered Professional Engineer in good standing in the State of
Arizona, do hereby certify, to the best of my knowledge, information, and belief, that the information
contained in this certification has been prepared in accordance with the accepted practice of
engineering.  I certify, for the above-referenced CCR Unit, that the information contained in the initial
inflow design flood control system plan dated September, 13, 2016 meets the requirements of 40 CFR §
257.73(a)(2)(ii) and 40 CFR § 257.82.

Alexander W. Gourlay, P.E.
________________________________

Printed Name

September 13, 2016
________________________________

Date



   

 
 
 

APPENDIX 1 – SEDIMENTATION BASIN STAGE STORAGE CALCULATIONS 
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APPENDIX 2 – SEDIMENTATION BASIN PLAN & DETAILS 
 
 

 
  














